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9022 | E-372 21 RGS conduit 94.84 229.03 | 2900-432A | 4 pair #22, shielded pairs, FEP insulation
Pull rope | Soft-Fiber Polyester
2900-432B | 4 pair #22, shielded pairs, FEP insulation
9023 | E-373 27 RGS conduit 142.26 229.03 Pull rope | Soft-Fiber Polyester
2900-472C | 4 pair #22, shielded pairs, FEP insulation
2900-472B | 4 pair #22, shielded pairs, FEP insulation
2900-472A | 4 pair #22, shielded pairs, FEP insulation
9024 |E-373 27 RGS conduit 94.84 229.03 | Pull rope | Soft-Fiber Polyester
2900-462B | 4 pair #22, shielded pairs, FEP insulation
2900-462A | 4 pair #22, shielded pairs, FEP insulation
[a
> w 9025 | E-373 27 RGS conduit 94.84 229.03 Pull rope | Soft-Fiber Polyester
] z 2900-452B | 4 pair #22, shielded pairs, FEP insulation
S & 2900-452A | 4 pair #22, shielded pairs, FEP insulation
"
oY 9026 | E-373 21 RGS conduit 142.26 229.03 | Pull rope | Soft-Fiber Polyester
g g 2900-442B | 4 pair #22, shielded pairs, FEP insulation
o 2900-442A | 4 pair #22, shielded pairs, FEP insulation
z § § 2900-442C | 4 pair #22, shielded pairs, FEP insulation
oo} «©
e N 9027 | E-362 41 RGS-PVC coated conduit 284.52 534.55 2900-162B | 4 pair #22, shielded pairs, FEP insulation
o 2 2900-152C | 4 pair #22, shielded pairs, FEP insulation
2900-152B | 4 pair #22, shielded pairs, FEP insulation
Sal > 2900-152A | 4 pair #22, shielded pairs, FEP insulation
T @ 2900-162A | 4 pair #22, shielded pairs, FEP insulation
<w| O 2900-142A | 4 pair #22, shielded pairs, FEP insulation
23 ] Pull rope | Soft-Fiber Polyester
<w| T 9050 E-366A? 21 RGS-PVC coated conduit 47.42 229.03 2900-243A | 4 pair #22, shielded pairs, FEP insulgtion
oo © Pull rope | Soft-Fiber Polyester
A~
9051 E-366A} 217 RGS-PVC coated conduit 189.68 229.03 2900-253A | 4 pair #22, shielded pairs, FEP insulgtion
2900-253B | 4 pair #22, shielded pairs, FEP insulation
o 2900-243A | 4 pair #22, shielded pairs, FEP insulation
; ; Pull rope | Soft-Fiber Polyester
o 3 2900-253C | 4 pair #22, shielded pairs, FEP insulgtion
% I m&
zQ 9052 ((E-366A) 27 |RGS-PVC coated conduit 94.84 229.03 | 2900-263A | 4 pair #22, shielded pairs, FEP insulation
3l Y. 2900-263B | 4 pair #22, shielded pairs, FEP insulation
e} Pull rope | Soft-Fiber Polyester
g © A
al 2 9053 ( E-3664A) 27 |RGS-PVC coated conduit 142.26 | 229.03 | 2900-253A | 4 pair #22, shielded pairs, FEP insulation
LéJ ':T:' Pull rope | Soft-Fiber Polyester
w 2900-253C | 4 pair #22, shielded pairs, FEP insulation
® 2900-253B | 4 pair #22, shielded pairs, FEP insulation
N\/‘\& NV
9054 ((E-366A) 41 [RGS-PVC coated conduit (237.10])] 534.55 [ 2900-233A | 4 pair #22, shielded pairs, FEP insulation
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§ = 2900-3738 { & BOIY W27, SnTeTded paTrs, FEP Tnsulation
s Pull rope | Soft-Fiber Polyester
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— 9055 | E-366 41 RGS-PVC coated conduit 237.10 534.55 2900-303C | 4 pair #22, shielded pairs, FEP insulation
; Pull rope | Soft-Fiber Polyester
—_ 2900-303D | 4 pair #22, shielded pairs, FEP insulation
< 2900-303B | 4 pair #22, shielded pairs, FEP insulation
& 2900-303A | 4 pair %22, shielded pairs, FEP insulation
s 2900-303E | 4 pair #22, shielded pairs, FEP insulation
1
9056 | E-366 27 |RGS-PVC coated conduit 49.21 229.03 | Pull rope | Soft-Fiber Polyester
= UP210-12 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
g% 9057 | E-264A, E-366 41 RGS-PVC coated conduit 320.61 534.55 2910-7 4 pair #24, overall shielded, 300 V, PE insulation
= 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
:5 2910-12 4 pair #22, shielded pairs, 300 V, PE insulation
& § 9058 E-366 27 RGS-PVC coated conduit 0.00 229.03 Pull rope | Soft-Fiber Polyester
L
E E 9059 | E-366 78 RGS-PVC coated conduit 1849.38 | 1935.24 | 2900-303C | 4 pair #22, shielded pairs, FEP insulation
wv 2900-313C | 4 pair #22, shielded pairs, FEP insulation
* 2900-323C | 4 pair #22, shielded pairs, FEP insulation
t‘ 2900-323D | 4 pair #22, shielded pairs, FEP insulation
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9059 | E-366 78 RGS-PVC coated conduit 1849.38 | 1935.24 | 2900-323A |4 pair #22, shielded pairs, FEP insulation
{con’t) 2900-323E |4 pair #22, shielded pairs, FEP insulation
2900-323B |4 pair #22, shielded pairs, FEP insulation
2900-313B | 4 pair #22, shielded pairs, FEP insulation
2900-313A | 4 pair #22, shielded pairs, FEP insulation
2900-303D | 4 pair #22, shielded pairs, FEP insulation
2900-373A |4 pair #22, shielded pairs, FEP insulagtion
2900-303B | 4 pair #22, shielded poirs, FEP insulation
2900-303A |4 pair #22, shielded pairs, FEP insulagtion
2900-263B |4 pair #22, shielded pairs, FEP insulation
2900-303E | 4 pair #22, shielded pairs, FEP insulation
2900-353A | 4 pair #22, shielded pairs, FEP insulation
Pull rope | Soft-Fiber Polyester
2900-363C |4 pair #22, shielded pairs, FEP insulation
2900-363B | 4 pair #22, shielded paoirs, FEP insulation
2900-363A |4 pair #22, shielded poirs, FEP insulation
2900-353F |4 pair #22, shielded poirs, FEP insulation
2900-353E |4 pair #22, shielded pairs, FEP insulation
2900-223C |4 pair #22, shielded poirs, FEP insulation
2900-353B | 4 pair #22, shielded pairs, FEP insulation
2900-373B | 4 pair #22, shielded paoirs, FEP insulation
2900-263A |4 pair #22, shielded pairs, FEP insulation [
2900-223B |4 pair #22, shielded poirs, FEP insulation
2900-223A | 4 pair #22, shielded pairs, FEP insulation
2900-213C |4 pair #22, shielded pairs, FEP insulation
2900-213B |4 pair #22, shielded poirs, FEP insulation
2900-213A [4 pair #22, shielded pairs, FEP insulation
2900-353C | 4 pair #22, shielded pairs, FEP insulation
2900-253C |4 pair #22, shielded pairs, FEP insulation
2900-253B | 4 pair #22, shielded pairs, FEP insulation
2900-253A [4 pair #22, shielded pairs, FEP insulation
2900-243A | 4 pair #22, shielded pairs, FEP insulation
2900-233A |4 pair #22, shielded pairs, FEP insulation
2900-233C |4 pair #22, shielded pairs, FEP insulation
2900-233B |4 pair #22, shielded pairs, FEP insulation
2900-353D |4 pair #22, shielded pairs, FEP insulation
9060 [ E-366, E-367 78 RGS-PVC coated conduit 1090.66 | 1935.24 | 2900-213C |4 pair #22, shielded pairs, FEP insulation
2900-213B | 4 pair #22, shielded pairs, FEP insulation
2900-213A | 4 pair #22, shielded pairs, FEP insulation
2900-323E | 4 pair #22, shielded pairs, FEP insulation
2900-323D | 4 pair #22, shielded pairs, FEP insulation
2900-323C |4 pair #22, shielded pairs, FEP insulation
2900-323B | 4 pair #22, shielded pairs, FEP insulation
2900-223A | 4 pair #22, shielded pairs, FEP insulation
2900-313B | 4 pair #22, shielded pairs, FEP insulation
| RI00=3I3CA PR 22 shrighded Roir sy £ER insul st -
1 2900-243C | 4 pair #22, shielded pairs, FEP insulgtion © &
S| 2900-253A [ 4 pair #22, shielded pairs, FEP insulation 3 % Q
>| 2900-2538 |4 pair #22, shielded pairs, FEP insulgtion 9 NS
>| 2900-253C |4 pair #22, shielded pairs, FEP insulation 3 >S9
S| 2900-2634 |4 pair #22, shielded pairs, FEP insulation —®
S| 2900-263B |4 pair #22, shielded pairs, FEP insulation i
S| 2900-233A |4 pair #22, shielded pairs, FEP insulation a0
>| 2900-2338 |4 pair #22, shielded pairs, FEP insulation Ee
>| 2900-233C |4 pair #22, shielded pairs, FEP insulation 89
>| 2900-273A [ 4 pair #22, shielded pairs, FEP insulation oo
\| 2900-273B |4 pair #22, shielded pairs, FEP insulation $ ey
~ s <=
For continuation, see next sheet. 2
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